120VAC, 60 Hz
MAINS SUPPLY

D–
GND
D–
D+
+
–

1
2
3
4

Analog I/ODMX Out
DMX In
DALI
DC Out

BA
Power TRIAC
DALI
DMX

A
B
Status Monitor
Activity

L N S
Power & Signal OUT

TRIAC Control
AC Mains IN

KETRA N3
LOAD

KEY

KETRANET MESH
WIRELESS NETWORK

RIBTE01SB
(BY OTHERS)

GENERAL NOTES:
1. KETRANET MESH IS KETRA’S WIRELESS CONTROL PROTOCOL.
2. A NODE IS A KETRANET MESH ENABLED WIRELESS DEVICE.
3. 50 KETRANET MESH NODES MAX. PER INSTALLATION NETWORK.
4. ALL KETRANET MESH NODES TO BE INSTALLED WITHIN 50’-0” RANGE OF THE NEAREST NODE.